


TABLE 3

MINIMUM DISTANCES AND CLEARANCES

(ALL DISTANCES ARE EDGE TO EDGE IN FEET)

From Edge of
Septic Leaching Tile (4) Drywell
Tank to: Pools to: Field to: to:

Property line 10 10 10 10
Road property line 10 10 10 10
Leaching pools 5 10(1) 10(1) 20
Water service line 10 ) 10 10 10
Building wall 10 20 20 20
Dry wells (2) . 20 20 20 . 20
Septic tank -- S -5 5
Well - "~ 100 150 100 150 )
Water main easement 7 7 7 7
Storm drain easement 15 15 15 15
Sewer easement 15 15 15 15
Surface waters 100 100 100 100
Drainage reserve areas

and/or Recharge

Basins (3) 20 20 20 20

(1) Ten feet or 1 1/2 times the effective depth, whichever is greater. Maximum
separation required is 20 feet.

(2) Including roof and driveway.

(3) All separation distances shall be measured from the boundary or fence line.

(4) All separation distances shall be measured to the outer boundary of the
tile field.
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